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Abstract: Standardization in smart grid communications is necessary to facilitate complex operations
of modern power system functions. However, the strong coupling between the cyber and physical
domains of the contemporary grid exposes the system to vulnerabilities and thus places more burden
on standards’ developers. As such, standards need to be continuously assessed for reliability and
are expected to be implemented properly on field devices. However, the actual implementation of
common standards varies between vendors, which may lead to different behaviors of the devices
even if present under similar conditions. The work in this paper tested the implementation of the
International Electro-technical Commission’s Generic Object Oriented Substation Event GOOSE (IEC
61850 GOOSE) messaging protocol on commercial Intelligent Electronic Devices (IEDs) and the open
source libiec61850 library—also used in commercial devices—which showed different behaviors in
identical situations. Based on the test results and analysis of some features of the IEC 61850 GOOSE
protocol itself, this paper proposes guidelines and recommendations for proper implementation of
the standard functionalities.
Keywords: cyber-attack; GOOSE; IEC 61850; IED; standardization; Substation Automation
1. Introduction
Communication protocols are the basis for determining how a cyber-physical system gathers
information and sends it as control signals. Therefore, an accurate definition of communication
protocols is of paramount importance in defining the architecture of control systems [1]. However,
intricate interdependencies between the cyber and physical components of a cyber-physical system
increase the difficulty of devising communication protocols that ensure proper information flow in
such systems, and thus complicates the design process of control algorithms. The challenge lies in the
fact that in a highly interconnected cyber-physical system, a slight exploit in the cyber domain can
have a significant impact in the physical domain and vice-versa [2]. In current days, the operation of
commercial, industrial, medical, military, and many critical infrastructures relies on the cyber-physical
smart grid. The reliance of such critical infrastructure on the smart grid means reliance on the grid’s
cyber domain, physical domain, and most importantly, the interactions between them [2]. Therefore,
understanding and modelling data exchange in the smart grid is a noticeably challenging process with
considerable effort placed on accurately capturing the interactions between both the cyber component
and the physical component of the grid.
In order to solve the information flow modelling problem and facilitate the design of
cyber-physical smart grid applications, various data communication standards were developed for
different parts of the smart grid. One of the vital standards in the electrical automation systems
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around which many automation projects have been built is IEC 61850 [3–5]. An essential part
in power generation and distribution processes, this work focuses on data modelling, specifically
the IEC 61850 communication standard in Substation Automation Systems (SAS). Communication
between substation devices, namely Intelligent Electronic Devices (IEDs), is integral for substations
to keep up with their real-time operations. IEDs are embedded microcontroller systems that support
Ethernet-based communication and perform several protective and control functions in an SAS, such as
data and file transfer [3,6]. In order to ensure interoperability between IEDs, the IEC 61850 standard was
developed by the International Electro-technical Commission (IEC) Technical Committee Number 57
Working Group 10 (TC57 WG10) and IEEE for Ethernet (IEEE 802.3)-based communication in electrical
substations [7]. The IEC 61850 provides a comprehensive data modelling and organization method
that unifies data structure definitions across all IED brands. The standard abstracts the definition
of the service and data items to be independent from the underlying protocols. The abstracted data
items and services can thus be mapped into any other communication protocol. IEC 61850 maps the
data to three different protocols based on the application: the Manufacturing Message Specification
(MMS) protocol is used for control and automation functions whereas the Generic Object Oriented
Substation Event (GOOSE) and Sampled Measured Values (SMV) protocols are used for real-time
operations [8]. Recently, the IEC 61850 has been extended (IEC 61850-90-1) to cover applications that
require inter-substation communication such as teleprotection, which requires the use of GOOSE
messaging protocol over wide area networks (WAN) for fast propagation of control signals [9–11].
A close look at the current engineering literature also shows a trend of utilizing IEC 61850 GOOSE
messages in some microgrid control applications [12,13].
Standards are developed to be implemented. Nonetheless, due to different device topologies and
hardware used, not all vendors follow the same implementation process. Here, concerns arise about
the degree of compliance of devices from different vendors with the standard being implemented.
Due to its criticality, failing to implement the IEC 61850 standard properly on field devices may expose
the overall system they operate in to unwanted vulnerabilities. In fact, the criticality of IEC 61850-based
communications in terms of data transfer, reliability, availability and efficiency has been the concern
of several research works [14,15]. In this work, a case study of the implementation of IEC 61850
GOOSE messaging on commercial IEDs present at the Smart Grid test bed at Florida International
University and the open source libiec61850 [16] library, which is also implemented on commercial
devices, was performed. GOOSE messaging protocol in particular is of paramount importance due to
its application in transporting time-critical power system protection commands. Several experiments
were conducted to test critical features of the standard, which are detailed later in this paper. The results
showed that different devices produce different responses under similar conditions. This paved the
way to launch a successful data manipulation cyber-attack on the devices under study.
The rest of the paper is organized as follows: Section 2 details the anatomy of a GOOSE message
and describes the algorithm for processing GOOSE messages. The actual performed experiments are
presented in Section 3 along with details about the performed cyber-attack. Results of the conducted
experiments are presented in Section 4, which also proposes guidelines for proper implementation of
the GOOSE protocol. Finally, Section 5 is a conclusion of the work presented.
2. IEC 61850 GOOSE Messaging Protocol
GOOSE messaging is a fast, non-routable, and reliable data exchange protocol between IEDs
defined in IEC 61850-8-1, which is the basis of critical power system functions such as power line
protection. GOOSE messages are Ethernet messages sent over layer 2 of the Open System Interconnect
(OSI) model (IEEE 802.3) following a publish/subscribe model, unlike MMS messages, which are
routable and sent over layer 3 of the OSI model. That is, the publishing IED creates a multicast message
to which a number of destination IEDs subscribe concurrently. In order to ensure delivery of the
message, at every substation event, the publishing IED repeatedly transmits the same GOOSE message
with an increasing transmission period until a maximum predefined period is reached [17].
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2.1. The Anatomy of a GOOSE Message
As shown in Figure 1, the GOOSE datagram follows a modified Abstract Syntax Notation One
(ASN.1) Basic Encoding Rules (BER) Tag/Length pair encoding scheme [17]. The Tag field represents
the type of information, which is represented in the following GOOSE frame. Each of the fields
has a unique tag value specified by the standard. As shown in Figure 2, the tag for the GOOSE
Protocol Data Unit (goosePDU) field is 81, whereas the tags for the stNum and sqNum fields are 85
and 86, respectively. The Length field represents the number of bytes in the following GOOSE frame.
For example, the sqNum in Figure 2 has a Length field of 03, which means that the following three hex
pairs (00-c9-06) are the sqNum itself. The sqNum here is in hexadecimal.
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is  a multicast  address  reserved  for  IEC  61850  applications  always  starting with  01‐0c‐cd,  and  is 
followed by a  six‐octet  source MAC address. This  is  the MAC address of  the publishing  IED. A 
GOOSE message  has  an  IEEE  802.1Q Virtual Local Area Network  ID  (VLAN  ID)  and  a  unique 
Ethernet type (88‐b8). The Application ID (APPID) field is a four‐octet field, which the subscribing 
IEDs use to identify messages to which they are subscribing. The Length field represents the length 
Figure 1. Structure of a Generic Object Oriented Substation Event (GOOSE) Datagra , AC: edia
access control, PPI : application I , L I : virtual local area net ork I , gooseP : SE
protocol data unit, gocb ef: SE control block reference, datSet: data set, goI : SE I , t: ti e,
st : stat s n ber, sq : seq ence n ber, conf ev: config ration revision, n s o : nee s
c issi i , atSet tries: er f ata set e tries.
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The GOOSE datagram starts with the Destination Media Access Control (MAC) Address, which is
a multicast address reserved for IEC 61850 applications always starting with 01-0c-cd, and is followed
by a six-octet source MAC address. This is the MAC address of the publishing IED. A GOOSE message
has an IEEE 802.1Q Virtual Local Area Network ID (VLAN ID) and a unique Ethernet type (88-b8).
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The Application ID (APPID) field is a four-octet field, which the subscribing IEDs use to identify
messages to which they are subscribing. The Length field represents the length of the overall GOOSE
datagram minus eight bytes and is followed by two reserved fields left out by the standard for future
use. The goosePDU field itself is composed of twelve subfields that follow the modified ASN.1 BER
encoding scheme as well [17]. The goosePDU consists of the following:
• gocbRef: GOOSE control block reference
• timeAllowedtoLive: the time a receiver waits before receiving a re-transmitted message
• datSet: name of the Data Set
• goID: ID of publishing IED
• t: time stamp indicating a new GOOSE event
• stNum: counter that increments with every GOOSE event
• sqNum: counter that increments with every repeated GOOSE message
• test: specifies if a message is/is not intended for testing
• confRev: number of times Data Set has changed
• ndsCom: needs commissioning field
• numDataEntries: number of data elements in allData
• allData: actual data being sent (bool, integer, float,...)
2.2. IEC Standard Guidelines for Processing GOOSE Messages
IEC 61850-8-1 defines the structure of a GOOSE message and the means by which it is
communicated over a network. Despite its criticality, IEC 61850 advanced in an era where substations
operated in isolated proprietary networks and thus did not include any cyber security measures
for data communication. However, this will no longer be the case as operators are moving towards
open networks and remote access of substation control systems through the aid of contemporary
communication technologies such as cloud services. For instance, authors in [18] investigated the
use of IEC 61850 for teleprotection outside the boundaries of a single substation over wide area
networks (WAN). Also, in an effort called Cloud IEC 61850, authors in [19] investigated the idea of
having virtualization and cloud technologies as the underlying infrastructure of electrical automation
systems with a specific example of a substation automatic voltage control. Recent literature also shows
the application of IEC 61850 in hierarchical microgrid control, where the authors in [20] propose a
comprehensive hybrid agent framework combining the foundation for intelligent physical agents
(FIPA), IEC 61850, and data distribution service (DDS) standards. With the realization of this modern
communication infrastructure, IEC 62351 emerged in order to tackle the shortcomings of IEC 61850
in terms of communication security. IEC 62351 was developed by IEC TC57 WG15 and consists of
eleven parts to cover end-to-end security issues in power systems communications [1]. IEC 62351-6
covers communication security within the boundaries of a substation covering MMS, GOOSE and
SMV protocols.
IEC 62351-6 devises an algorithm for proper processing of GOOSE messages in order to mitigate
some cyber-attacks such as replay and man-in-the-middle. From the publishing IED side, each GOOSE
message has a status and a sequence number field (stNum and sqNum respectively). When a substation
event occurs, for example, an overcurrent is sensed, the publishing IED instantly transmits a message
with an incremented stNum field. The message is then repeated with variable increasing time delay
until the maximum defined period is reached. The sqNum counter increments with every repeated
message until the maximum number count (232−1) is reached; the point at which the sqNum counter
rolls over. IEC 62351-6 states that a subscriber IED that detects a new message with a new stNum
must discard any message having an stNum less than or equal to the previous message and which
time allowed to live has not timed-out yet, unless a rollover of the stNum counter occurs. If none of
the above conditions are true, the subscribing IEDs process the messages. A flowchart describing the
algorithm for processing GOOSE messages set by IEC 62351-6 is presented in Figure 3.
Electronics 2016, 5, 85 5 of 13
Electronics 2016, 5, 85    5 of 13 
 
Get Previous stNum
Age = current 
timestamp – timestamp 
on message
New msg stNum != 
previous stNum
(New msg stNum < 
previous stNum) and (No 
stNum rollover) and (no 
TTL time‐out)
 (stNum rollover) OR (no 
TTL time‐out)
Age > 2 minute skew
Get new message 
stNum
Discard message
Process message
True
False
False
True
Re‐establish 
stNum
True
True
False
False
 
Figure 3. GOOSE Messages Processing Algorithm. 
3. Testing of Commercial IEDs Communicating with IEC 61850 GOOSE Messaging Protocol 
A case study of the implementation of IEC 61850 GOOSE messaging on commercial IEDs present 
at the Smart Grid test bed at Florida International University and the open source libiec61850 [16] 
library, which is also implemented on commercial devices, was performed in this paper. 
Figure  4  shows  the  experimental  setup  with  the  commercial  IEDs  having  the  vendor’s 
proprietary implementation of IEC 61850. Manufacturer details of the commercial IEDs under test 
are intentionally omitted. Under normal conditions, the publishing IED is programmed to broadcast 
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Boolean data and control  the  status of  the circuit breaker accordingly.  In  this case,  the data  read 
(False) maintains the relay’s un‐tripped status and the circuit breaker’s closed status.   
Similarly, Figure 5 shows the experimental setup in which the libiec61850 GOOSE open source 
library has been implemented on two embedded boards. The publishing IED has the goose_publisher 
routine implemented on it, whereas the receiving IED has the goose_subscriber routine. More details 
about the implemented routines can be found on the open source library’s website [16]. It is worth 
mentioning that this library has also been implemented on other commercial devices. The device on 
the left is the publishing IED, whereas the device on the right is the subscribing IED. The publishing 
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implementation of IEC 61850. Manufacturer details of th commercial IEDs und r test are inte tionally
omitted. Under n rmal conditions, the publishing IED is rogrammed to broadcast a GOOSE message
with two Boole n data fields set to False (00-00). The subscribing IEDs read the Boolean data and
c ntrol the status of the circuit breaker accordingly. In this case, the data read (Fals ) maintains the
relay’s un-tripped status and the circuit breaker’s closed status.
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Similarly, Figure 5 show the experimental setup in which the libiec61850 GOOSE open source
library has been implemented on two embedded boards. The publishing IED has the goose_publisher
routine implemented on it, whereas the receiving IED has the goose_subscriber routine. More details
about the implemented routines can be found on the open source library’s website [16]. It is worth
mentioning that this library has also been implemented on other commercial devices. The device on
the left is the publishing IED, whereas the device on the right is the subscribing IED. The publishing
IED also transmits Boolean data (either True or False), which the subscribing IED reads and triggers a
digital output accordingly as marked in red in Figure 5. The subscribing boards were designed with
connection capabilities to the solid-state circuit breakers shown in Figure 4.
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In order to perform the tests, a Python script was written in conjunction with network traffic
capturing and packet crafting libraries from Scapy [21,22]. The developed script takes advantage of
the simplicity of the unencrypted GOOSE message structure defined in Section 2 in order to monitor
the Local Area Network (LAN) and capture Ethertype (88-b8) GOOSE messages. Each field in the
Electronics 2016, 5, 85 7 of 13
captured GOOSE messages was properly decoded based on the IEC 61850-8-1 modified ASN.1 BER
mechanism. The script then modifies the content of the messages, encodes all the fields, crafts the
new fake packet, and broadcasts it over the LAN. For each test, a certain field in the GOOSE message
was modified and the results of the various tests are discussed below. A general overview of the data
manipulation procedure performed is shown in Figure 6. Figure 7 shows a screen shot of the captured
messages by the developed script and the corresponding decoded fields. The script was run on a
Virtual Machine operating with Ubuntu Version 16.04.Electronics 2016, 5, 85    7 of 13 
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In the experimental setup for both the commercial IEDs and the developed embedded devices
running the open source libiec61850 library, the publishing IED transmits messages with a status
number stNum = 1, False Boolean Data fields (00-00), and incrementing sequence numbers.
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3.1. Processing of Status Number
As explained in the flowchart of Figure 3, any GOOSE message with a status number different
than that of its predecessor shall be discarded if it has an stNum equal to or less than that of the
previous message and is still within its valid time allowed to live.
3.1.1. Commercial IEDs
In this test, first a message with stNum = 2 (>1) and True (01-01) Boolean data fields was sent.
As anticipated from the standard, this message was processed and the circuit breakers status changes
from closed to open. Next, a message with stNum = 3 (>2) and False Boolean fields (00-00) was
transmitted and was also processed. Finally, another fake message with stNum = 2 (<3) with True
Boolean fields (01-01) was broadcasted. Although this final message had a lower stNum than its
predecessor, it was processed and the status of the circuit breakers changed from closed to open.
The GOOSE datagrams of the broadcasted messages are shown in Figure 8. It should be noted here
that all messages had the same time stamp, which was three days old. When compared with the
subscribing IED time stamp, it was noticed that the 2-min time skew mentioned in Figure 3 was
exceeded; however, the messages were still processed.
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3.1.2. Libiec61850
The same test was repeated on the open source libiec61850 library implemented on the two
developed embedded devices. Here, the final message with a low stNum (2 < 3) was not processed.
This is because libiec61850 has an IsValid() function which checks if the TimeAllowedToLive timeout is
not elapsed and if GOOSE messages were received with correct state and sequence IDs [16].
3.2. Message Time Stamp
Each GOOSE message has a time stamp field which is updated with each increment of the status
number (i.e. with each substation event). Therefore, subscribing IEDs receiving a new message with
changed data fields and an incremented stNum field must expect to have a message with an updated
time stamp.
3.2.1. Commercial IEDs
In this test, we sent a fake GOOSE message with an incremented status number (stNum = 2) and
altered data True (01-01), but with an old time stamp (three days old). As shown in Figure 9, the device
processed the message and the status of the circuit breaker changed from closed to open.
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3.3. Processing of Source MAC Address
All fake messages in the three tests performed above were sent from the virtual machine with
a spoofed MAC address mimicking that of the publisher IED. That is, all IEDs subscribing to this
message process the fake messages as if they were originating from the publisher IED. One common
network defense procedure to counter MAC address spoofing incidents is to apply a MAC address
filter to network switches. This will deny any machine connected to the network from sending a
message with a sou ce MAC addr ss other than its own. After applying this filter, the messages with
the fake MAC address were blocked from being sent over the network. However, in this test, we sent
fake GOOSE messages with the MAC address of the virtual machine and altered data and noticed
that the subscriber IEDs processed these messages. The circuit breaker’s status changed from closed
to open.
This test actually exploits a vulnerability in the GOOSE messaging protocol itself rather than its
implementation in commercial devices. In the GOOSE protocol, subscribing IEDs use the APPID field
to subscribe to desired GOOSE messages. Since the subscribing IEDs in this case do not check for the
source MAC address, they will proc ss any message with their defined APPID, regardless of its origin.
4. Guidelines for Proper Implementation of IEC 61850 GOOSE Protocol
Table 1 summarizes the results of the performed tests on both the commercial IEDs and libiec61850.
Table 1. Compliance Test Results.
Test Commercial IED’s Libiec61850 Standard Practice
Processing of messages with lower stNum Y N Discard message
Processing of messages with outdated time stamp Y Y Discard essage
Processing of messages with unspoofed MAC address Y Y Not specified by standard
Y: Message processed; N: Message not processed.
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It can be concluded from the results of the performed experiments that the actual implementation
of IEC 61850 and its associated IEC 62351 cyber security standard on field devices depends on
the vendors themselves. While vendors try to fully abide by the standard, differences in the
implementation process might still be found as shown in this paper. The presence of such differences
in the implementation process might expose the system to unwanted vulnerabilities, which might be
exploited by prying eyes to launch cyber-attacks on the power grid [7,23]. As GOOSE messaging is the
base protocol for critical applications such as power systems protection, any vulnerability in the system
might lead to devastating consequences, ranging from system disturbances to complete blackouts.
Recent literature shows several security concerns about the IEC 61850 standard itself [8]. Therefore,
in order to avoid additional exploits, extreme care must be placed on implementing IEC 61850
functionalities on commercial devices as well as abiding by the cyber security requirements set by IEC
62351. The analysis of the outcome of this work distinguishes between two levels of vulnerabilities:
one on the device level and the other on the network level. On the device level, when devices are
configured to communicate via GOOSE messages, the firmware on the subscribing IEDs must be
tested for proper processing of messages as stated by the IEC 61850-8-1 and IEC 62351-6 standards.
Since IEC 61850 does not provide any cyber security measure by itself, manufacturers should also
make sure that their devices comply with IEC 62351 requirements. First, as stated by IEC 62351-6,
messages with repeated or old status numbers must not be processed by subscribing devices. In fact,
the open source libIEC61850 has an IsValid() function to ensure this, whereas the tested commercial
IEDs lack this important check and thus processed fake messages. In addition, the association of a
new time stamp with every increment of the status number must be checked for before publishing
and/or processing messages. In the case of a new GOOSE event (i.e. an incremented stNum), it is
important to compare a newly received message’s time stamp with subscribing machines time to
check whether or not the 2-min skew set by IEC 62351 was exceeded. Also, every change in the Data
fields of a GOOSE message must be checked for association with an increment in the status number
field. Finally, repeated messages with a change in their control signal (i.e. data fields) must be rejected.
Message retransmissions should be identical with no alterations in any field except for an incrementing
sequence number.
On the network level, in order to avoid compromised machines from publishing fake GOOSE
messages using a spoofed MAC address, MAC filters must be applied to all switches in the substation’s
local area network to prevent MAC address spoofing. As concluded from the presented case studies,
MAC filtering did not prevent subscribing IEDs from processing fake messages with unspoofed
MAC addresses. Therefore, the source MAC address field in GOOSE messages must be checked
to be belonging to an authenticated machine authorized to communicate via the GOOSE protocol
within a substation’s local area network. In fact, this vulnerability has not been accounted for, neither
in IEC 61850 nor in IEC 62351. Until the standards cover this issue, it is up to the substation’s
network administrators to make sure that only authenticated devices are allowed to communicate via
GOOSE messages.
5. Conclusions
Testing of two different available implementations of the IEC 61850 GOOSE messaging protocol
was performed on commercial IEC 61850-based devices and on the open source libiec61850 library.
The results demonstrated that different implementations of the same standard might lead to different
behaviors even if the devices were present under similar conditions. Deviation from the actual
procedures set forth by the IEC 61850 standard and its complementary cyber security IEC 62351
standard were found in the responses of the devices. From the experiments in this paper, it was found
that the processing of the GOOSE messages status number was not properly implemented on the
commercial devices as recommended by IEC 62351. This vulnerability provides a strong attack surface
from prying eyes to inject malicious activities in power systems, such as the data manipulation attack
demonstrated in this work. Additionally, all the tested devices were processing messages with old
Electronics 2016, 5, 85 12 of 13
time stamps, which is another attack surface for launching replay attacks. This point is of importance
since GOOSE messages are broadcast in nature and, therefore, sniffing and replaying them is possible
when an attacker is in the same LAN. Moving to the network level, it was shown that as long as it has
a valid APPID field, a GOOSE message is processed whether originating from an authentic device or a
malicious one. Since both IEC 61850 and 62351 do not clearly outline how to present clear rules for
authenticating source MAC addresses, it is up to the substation network designers to take this issue
into consideration and apply the appropriate defense mechanisms. Thus, this paper raises a serious
issue as such devices are out in the field and are controlling critical and potentially dangerous power
system operations. The work in this paper also proposes guidelines to better enhance utilization of
IEC 61850. Proper processing of a message’s source MAC address, better utilization of the time stamp
field to check for messages’ validity, and the association of new message content with a status number
increment are advised.
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